
DWSD 2016 Lead and Copper Rule Compliance Sampling Results Summary 

 

 2008 2011 2014 2016 
90th percentile for 

Lead (ppb) 4.8 3.4 2.3 4.5 

Max Lead 
detected (ppb) 7.3 8.8 5.4 11.9 

Number of 
samples 54 54 58 87 

Average Lead 
(ppb) 1.1 0.70 0.45 1.7 

# lead detections 13 9 8 32 
% of samples with 

measurable lead 24% 17% 14% 37% 

# samples at 
confirmed LSL 

sites 
TBD TBD TBD 71 
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